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Jim Wild (jim.wild@state.vt.us)
Callout
label each pbu and provide orientation, and ways to identify the orientation

dkull
Callout
Show CL Bearing (Typ both ends)
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DMK rejected
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Jim Wild (jim.wild@state.vt.us)
Line

Jim Wild (jim.wild@state.vt.us)
Line

Jim Wild (jim.wild@state.vt.us)
Callout
Provide angle or to set the skew? Show CL Brg (Typ both ends)

dkull
DMK rejected

Jim Wild (jim.wild@state.vt.us)
Text Box
Is it really necessary to split this into two sheets?  could combine pbu 2 & 3 as one because I see no difference between them.  the girders orientation are listed on the previous sheet anyways.  on true precast shop drawings, redundant items are labeled the same.  are the girders physically different from each other?  they aren't labeled individually on sheet 4.
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dkull
Callout
Provide angle or to set the skew? Show CL Brg (Typ both ends)
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Line

dkull
Line
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dkull
Callout
Level (Typ)
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Jim Wild (jim.wild@state.vt.us)
Callout
Provide rebar mark number

Jim Wild (jim.wild@state.vt.us)
Line

Jim Wild (jim.wild@state.vt.us)
Callout
2.5" on top and 1.5" on the bottom.
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DMK rejected

Jim Wild (jim.wild@state.vt.us)
Text Box
sheet "B" looks like 1.5" cover bottom and 2.5 top
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Jim Wild (jim.wild@state.vt.us)
Callout
Grout recess after form removal

Jim Wild (jim.wild@state.vt.us)
Callout
Provide sheet for insert. Coil insert to be corrosion resistant.
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Jim Wild (jim.wild@state.vt.us)
Line

Jim Wild (jim.wild@state.vt.us)
Callout
label pieces

dkull
Typewritten Text
NOTE: REINFORCING SHEETS DO NOT MATCH THE APPROVED REINFORCING SHEETS. PROVIDE LATEST APPROVED AND STAMPED DRAWINGS IN PACKAGE.
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Jim Wild (jim.wild@state.vt.us)
Line

Jim Wild (jim.wild@state.vt.us)
Callout
why have approach slab items on here?  these drawings are for PBU.  
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Jim Wild (jim.wild@state.vt.us)
Callout
label which pbu units this is applicable for

Jim Wild (jim.wild@state.vt.us)
Callout
label units

Jim Wild (jim.wild@state.vt.us)
Line

Jim Wild (jim.wild@state.vt.us)
Callout
Provide dimensions to drip notch

Jim Wild (jim.wild@state.vt.us)
Callout
Provide plate and hardware detailed anywhere so that they may be confirmed.

dkull
Typewritten Text
NOTE: REINFORCING SHEETS DO NOT MATCH THE APPROVED REINFORCING SHEETS. PROVIDE LATEST APPROVED AND STAMPED DRAWINGS IN PACKAGE.
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DMK rejected

Jim Wild (jim.wild@state.vt.us)
Callout
bar mark labels for all the rebar?

Jim Wild (jim.wild@state.vt.us)
Callout
same clearances for all pbu's?

Jim Wild (jim.wild@state.vt.us)
Line
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Jim Wild (jim.wild@state.vt.us)
Callout
Provide definition of minor defects.

Jim Wild (jim.wild@state.vt.us)
Callout
Stay consistent with formating and use commas to delineate between different items.

Jim Wild (jim.wild@state.vt.us)
Callout
what is the QC plan and corrective actions?

Jim Wild (jim.wild@state.vt.us)
Text Box
GENERAL COMMENT: What is the procedure for curing of the pbu?

Jim Wild (jim.wild@state.vt.us)
Callout
sealer

Jim Wild (jim.wild@state.vt.us)
Text Box
GENERAL COMMENT: How is the concrete temperature of the pbu going to be monitored? Provide procedure.

Jim Wild (jim.wild@state.vt.us)
Line

Jim Wild (jim.wild@state.vt.us)
Text Box
GENERAL COMMENT: Provide chamfer sizes and location

Jim Wild (jim.wild@state.vt.us)
Callout
What are strengths for stripping, moving and design?  Units shouldn't be set in place until design strength met.

Jim Wild (jim.wild@state.vt.us)
Callout
Provide an example of this prepour sheet for review.

Jim Wild (jim.wild@state.vt.us)
Callout
what plant is concrete coming from and where are units being precast?

Jim Wild (jim.wild@state.vt.us)
Line
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Line

dkull
Callout
Orientation, 

dkull
Callout
Will handling calculations be provided in Erection Plan? If not, provide handling calculatios and plan.
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Callout
Should be 9"

Jim Wild (jim.wild@state.vt.us)
Text Box
is it correct to assume the contract will require the contractor to apply silane after bridge is erected?
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dkull
Callout
Is this provided under separate cover?

dkull
Typewritten Text
Provide Orientation
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Line
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DMK rejected
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DMK rejected

ryoung
StructuresShopDrawing



Jim Wild (jim.wild@state.vt.us)
Callout
label unit(s).  orientation of unit to know which measurement is measured where?

Jim Wild (jim.wild@state.vt.us)
Line
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