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Text Box
General:  -Comments made on sheets 2 and 3 apply to sheets 4-7 as well. Per Standard Spec 510.04:-Need to include elongation calculations and Curing procedures

Josh Olund (jolund@tylin.com)
Callout
5'-3 3/4"

Josh Olund (jolund@tylin.com)
Text Box
June 24, 2013
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3'-3 7/16"
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45.58
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3'-6 11/16"
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3.  [Please note the reference guide used to establish dimensional       tolerances in acordance with Section 510.08j]
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June 27, 2013
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Fill recess with non-shrink grout (typ)
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seems to disagree with detail on sheet 8 of 9
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20 per end detailed, 40 total
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Callout
Wipe curb and transition barrier rebar clean of any concrete splatter from NEXT Beam pour. Rail post anchor rods need to be kept clean throughout the casting process. 
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270 ksi
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Seem to be neglecting bundled set at ends
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Circled lengths do not match table on sheet 9 of 9
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Bottom Only
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5226
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Callout
Provide three additional assemblies for VTrans testing requirements.

jolund
Ellipse

jolund
Callout
Wipe stirrups and rebar extensions clean of any concrete splatter from NEXT Beam pour. 
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The longitudinal #5 bars need to end with a standard hook within the abutment CIP closure pour (See note on sheet 19 of 46 in the design drawings).  Those detailed above are only straight.
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(Galvanized)
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Base Plate, Nuts, and Washers provided by others
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Dayton F74 Threaded Plastic Plug
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All mild rebar to be AASHTO M31, grade 60
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Text Box
Note: Any damaged epoxy coating needs to be repaired with a two part epoxy in accordance with Section 507.




