KUBRICKY CONSTRUCTION CORP.
269 BALLARD ROAD

KuBricKkYy CONSTRUCTION CORP.
VVILTON' NY 12831 A PRGUD MEMBER OF THE J.A. COLLINGE™ COMPANIES
518 792-5864 S i e
. Issued 06/16/15
Rutland City BRF 3000 (2014036) Respond by 06/19/15
SUBMITTAL 61
To

Timothy Pockette, PE

Topic 900.645 Flapper Valve Connection Spool
Status For Approval

Spec section 900.645

Responsibility (18) River Street

Received from submitter 6/6/15

Sent to approver 6/16/15

Required from approver 6/19/15

From

Volker H.D. Burkowski

Signed by % ﬁ/ﬂ - Date é/ /e / 2

Proceed as Indicated Date
Owmer Authorized Representative

Printed by VHB as of 06/16/15 4:28PM Page I



s 1I/=vEfRGl]l{SSON'=
FABRICATED FLANGE PIPES

WOLSELEY co pam

< A g A < A >
HH r H+‘ < ie-L
J J M
T T
E - _ol D. G G E O.TD. - K _(;TD.
L] [, | l
+ ep
FLG. x FLG. FLG %M.
sl c 22 e |6 X P
MIN. | MAX. MIN. MIN. | MAX. | MIN.
<= ]031 | 390 4.02| 6.00| 7.50 | 0.63 6.13 | 6.25]| 0.88 2.50
Al032| 474 486 7.50 | 9.00 | 0.82 744 | 7.56 | 0.94 2.50
S|034| 684 696| 9.50 [ 11.00 | 0.88 944 | 9.56 | 1.00 2.50
036 | 899 9.11[11.75[13.50 | 1.00 11.69 [11.81 ] 1.04 2.50
- 1038 | 11.04) 11.16 | 14.25 | 16.00 | 1.07 13.94 | 14.06 | 1.11 2.50
R [040 | 13.14| 1326| 17.00 | 19.00 | 1.13 16.19 11631 | 1.17 2.50
E 042 | 1522]1535]|18.75 | 21.00 | 1.19 18.69 | 18.81 | 1.19 3.50
Q (043 | 17.32] 17.45] 21.25 | 23.50 | 1.25 20.94 | 21.06 | 1.26 3.50
U| 044 | 194219552275 | 25.00 | 1.37 23.19 [ 2331 ] 1.32 3.50
11045 | 21.52| 21.65| 25.00 | 27.50 | 1.50 25.44 [25.56 | 1.38 350
R 1047 | 2572 25.85] 29.50 | 32.00 | 1.69 29.94 | 30.06 | 1.50 3.50
E ]0.51 | 31.94| 32.08| 36.00 | 38.75 | 1.87 36.82 | 36.94 | 1.69 4.00
D058 | 38.24) 38.38 | 42.75 | 46.00 | 2.13 43.69 | 43.81 | 1.88 4.00
0.65 | 4444 44.58 | 49.50 | 53.00 | 2.37 50.56 | 50.68 | 1.88 4.00
0.72 | 50.74 | 50.88 | 56.00 | 59.50 | 2.50 57.44 [ 57.56 | 1.88 4.00
0.81 | 57.40) 57.64 | 62.75 | 62.75 | 2.75 N/A | N/A | N/A N/A
1. Tolerance on length of FLG. x FLG. and FLG. x M.. pipe shall be + 0,125
2. Tolerance on length of FLG. x PE. shall be + 0.25"/
3. Above material shall meet all applicable sections of ANSI A21.10, A21.15, A21.51,
B2.1, B16.1/ AWWA, C110, C115, C150, C151, and all revisions thereto.
4. Flanged pipe shall be ductile iron pipe with ductile iron flanges threaded on.
5. Linings, if required, shall be in accordance with ANSI A21.4
6. The mechanical joint bell for 30" & 36" sizes of ductile iron pipe have thicknesses
different from those shown in ANSI A21.11, which are based on gray iron pipe. These
reduced thicknesses provide a lighter-weight bell which is compatible with the wall
thickness of ductile iron pipe.
7. Submitted material only. Consult engineer for application.
8. 250 Ib. faced and drilled flanges available upon request.
Clear - i \
Water
J
FLG. DETAIL

www.clrwtr.net



